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INTRODUCTION
The EU faces significant challenges in meeting CO 2 emission reduction targets of up to 80% by 2050 compared to 1990 levels. In the UK, domestic dwellings alone are currently responsible for nearly 30% of CO 2 emissions. In addition to improved thermal performance of the building fabric, the integration of renewable energy technologies is seen as a key part of the solution required to significantly reduce domestic-sector carbon emissions [1] . With the additional goal to 'de-carbonise' the UK's electricity supplies in the medium term, electrically powered building heating solutions (replacing gas, oil or solid fuel powered technologies) are seen as a core strand of the UK's carbon emissions reduction strategy [2] . Within this context, heat pumps are projected to play a major role in domestic-sector heating provision, with air source heat pumps (ASHP) seen as a particularly attractive option owing to their relatively low cost in comparison with ground-coupled alternatives. Recent research has explored the carbon saving potential of groundcoupled heat pumps, and identified possible barriers to such savings, especially with regards the domestic retrofit sector [3] . Subsequent research [4] evaluated air source heat pump performance within a UK retrofit context, and suggested that carbon emission reduction of up to 12% were feasible compared to a gas boiler system, but with a projected 10% increase in running costs, depending on specific application parameters. Therefore, within such a distributed power generation and distribution framework, the option to employ a degree of demand management by shifting loads from peak to off-peak periods offers an advantage with regards reduced need for extra generation capacity and an increased utilisation of generating plant and hence increased efficiency of generation investment [5] .
Heat-pump operational efficiency is often expressed as its coefficient of performance (COP), namely 
Therefore, a 6 kW th heat-pump with a COP of 3 will produce 6 kW of heat for every 2 kW of electrical power supplied to the compressor and is therefore approximately 3 times more energy efficient than a 6 kW electric direct heater.
For a given electrical power supplied to an ASHP's compressor (P compressor ), the thermal power (P thermal ) transferred to the heat distribution fluid is normally larger by a factor related to the temperature difference between the heat source and sink. Thus, the COP of an ASHP and its thermal output power decrease when the ambient air temperature decreases or when the heat distribution fluid temperature increases. Since air temperatures are generally lower than those of the ground during the heating season, seasonal COPs for ASHPs are in theory generally lower than for ground source heatpumps (GSHP) that extract heat from the ground with a more stable temperature [6] . However, ASHP systems are often more convenient and economical to fit, and provided their operational efficiency is optimised, their large market penetration potential means that ASHP technology presents an important route towards significant CO 2 reductions [7] . Furthermore, recent field trial data indicates that the performance gap between air and ground source heat pumps in the UK is not as large as previously assumed [6] Clearly, the ability to utilize a building's thermal mass in order to 'de-couple' the electrical input and thermal output of an ASHP offers an opportunity to shift electrical load to off-peak periods, thereby offering electricity system efficiency benefits [7] . Where electricity suppliers offer tariff options during which electricity is cheaper during off-peak periods, optimising a building's holistic design to facilitate ASHP operation predominantly during off-peak periods also gives this technology a further advantage in term of operating costs. The inclusion of carefully designed phase change materials within the building envelope further enhances these potential benefits [8] To de-couple the ASHP electrical and thermal loads, emitted heat is stored in the thermal mass of the building or in dedicated storage tanks and transferred at a later time to the air inside the building or for water heating purposes [9] . The sensible heat stored in a material is proportional to its thermal capacity, its temperature and its volume. Thus, to increase the sensible energy stored in a material, either (a) the heating distribution temperature; (b) the material volume or (c) the material's specific heat capacity need to be increased. The former option would not be preferred for an ASHP heating system, since higher outlet temperatures would lead to operation at a lower COP. In addition to increasing the available sensible heat capacity, a further potential option for energy storage is to use fabric-integrated phase change materials (PCMs). These have been investigated previously as a means to store both sensible heat and latent heat when they transition from one state to another (solid-liquid is the preferred transition for building applications). They also provide a stable temperature around their transition temperature when discharging heat leading to potentially improved internal comfort management [10] .
The aim of this work is therefore to "assess how various control schemes based around off-peak electricity tariff options impact upon the technical and economic performance of an ASHP system for three different dwelling fabric construction methods".
Using the dynamic building simulation tool TRNSYS, the objectives of the work included:
• For each building configuration, to evaluate ASHP COPs and internal temperature variations for ASHP control based upon a number of currently available off-peak electricity tariff periods;
• To investigate performance for three different UK locations in order to evaluate climatic variations;
• To assess annual performance in terms of energy consumption, CO 2 emissions and running costs for off-peak electricity tariffs, a flat-rate electricity tariff and a gas boiler respectively for each location and building type.
METHODOLOGY
For the purpose of this study, three contrasting dwelling fabric configurations were considered with integrated insulation layers primarily designed to provide various thermal mass and admittance/decrement properties, namely:
(a) Externally rendered lightweight structural insulated panel (SIP) wall and roof construction comprising plywood timber sheeting enclosing polystyrene insulation within a timber frame; (b) Externally rendered insulated concrete formwork (ICF) wall and roof structure comprising a concrete core sandwiched between expanded polystyrene insulation layers and (c) Traditional concrete blockwork structure with an externally rendered insulation layer.
The basic fabric parameters are described below in table 1. For each case, an exposed concrete floor slab was assumed, the thickness of which was varied and the impact upon internal temperature variations was evaluated. Additionally, the impact of a floor-embedded phase change material (PCM) upon the thermal response of the building was also evaluated. For each fabric configuration, two differing thermal insulation and infiltration scenarios which broadly reflect current and forthcoming UK building fabric legislation were analysed, namely: To investigate the suitability of ASHP technology for each building fabric scenario, ASHP control approaches based upon a number of standard and off-peak electricity tariffs were investigated, and the results compared in terms of daily internal temperature variations, seasonal ASHP efficiency (COPs), building electrical energy consumption, CO 2 emissions and running costs. Table 2 presents the UK electricity tariffs investigated in the study. The most widely available are Economy 10 (E10) and Economy 7 (E7), which align quite closely with widely available variable rate tariff options across a number of EU countries in addition to the UK. Finally, to assess the impacts of climactic variations on performance, evaluations were carried out for three differing UK locations, ranging from northern Scotland to southern England, as shown in Fig. 1 . 
TRNSYS Model Design Principle
Among the numerous dynamic building simulation programs available, TRNSYS is one of the most widely used and has been extensively validated (including against BESTEST scenarios for example), thereby resulting in a good level of confidence in its outputs [13, 14] . In order to test the impact of specific parameters independently of each other, a parameterised model was developed, in which the selection of either real or custom meteorological conditions (such as temperature, solar radiation or humidity) is possible. Similarly, specific control strategies, electricity tariff options and occupancy patterns were selected and evaluated. To better understand the interactions coming into play in the system and to simplify the investigation of control effects, only single zone buildings were defined, and thermal bridging was not considered for simplification.
Air Source Heat Pump model
The investigated ASHP model was an 'Ecodan' designed by Mitsubishi Electric. It can generate up to 9 kW of thermal power for a water flow of 0.44 L/s and is designed to run with water output temperatures ranging from 35°C to 55°C. Its compressor is inverter driven, and thus its output can be continuously adjusted to generate from 50 to 100% of the maximum output power as required. Such capacity-controlled ASHP systems with weather compensation have the potential for better performance than heat pumps with on/off control [15] . Data from tests performed by an independent laboratory [16] were used as the basis for the ASHP model. Manufacturer's data was used only to define the maximum output power as a function of the ambient temperature.
As ASHP systems extract heat from the ambient air, frost can build up and accumulate on the evaporator leading to a loss of efficiency. To counter this effect, ASHP units periodically initiate defrost cycles typically for 2 to 5 minutes duration. Where defrosting is facilitated by reverse-cycling, this can reduce overall ASHP performance. Defrost cycles have been modelled previously [17] as a COP reduction (COP reddefrost ) defined by a modified gaussian curve derived via the application of a biquadratic polynomial approximation. It was shown that for ambient temperatures (T amb ) below 7°C, the defrost parameter can be defined as: 
For T amb above 7°C, the defrost parameter was defined as: 
For the unit under consideration in this study, the ASHP maximum thermal output power (P max ) is 9 kW for an ambient temperature of 7°C or more. Below this temperature, the output can be defined as:
Using biquadratic polynomial curve fitting derived from operational data [16, 17] , the COP at maximum power (COP Pmax ) was defined as a function of the water temperature exiting the ASHP (T outlet ) and the ambient temperature (T amb ): (5) During periods when the heat pump does not operate at full capacity, its performance varies. The mean part load ratio (PLR) corresponds to the energy supplied by the heat pump during a simulation time step divided by the maximum energy it would supply if working at full capacity. The mean part load factor (PLF) is the correction applied to the COP at full capacity as a function of the PLR.
Long term observations performed on real inverter-driven heat-pumps suggest that the PLF varies as (c PLR + d) under heat-capacity controlled conditions, then as PLR/(a PLR + b) under on and off conditions at low PLR [19] . Parameters c and d were computed using PLF = 1.17 for a PLR of 0.5. Although real data was available for the Ecodan showing periodic cycles, it gave no clear evidence of the COP reduction at low PLR. Thus, for simulation purposes a and b parameters were calculated assuming that for a PLF of 1, PLR = 0.2, and a = 0.754; b=0.049; c=-0.346; d=1.346, thus:
Whilst for a PLR of 0.5 to 1:
Heat Distribution System
An under-floor heating system is implemented in the current study due to the relatively low heat distribution water temperatures required to maintain internal temperatures, which is favourable to the efficiency of the ASHP operation. Moreover, the exposed concrete floor slab's relatively high thermal mass and more optimal admittance and decrement factors can be used to aid effective thermal load shifting.
In TRNSYS, a floor heating system was defined using thermally active layers that were configured as arrays of parallel tubes filled with water inserted between two layers of identical materials. The water flow and temperature at the tube inlet was controlled externally by the model. Rather than using a finite element model requiring a lot of computational power, a simplified TRNSYS model was utilized for the active layer. This aids computational time, but puts some constraints on the minimum water flow. The water temperature is assumed to be uniform in the tube, which is effectively true if the water flow rate is above a specific limit. Since the minimum water flow required in our system was much lower than this limit, active layer segmentation was required in which the building floor area was divided into 11 smaller areas of equal sizes connected in series. In each of these smaller sections, the approximation of a uniform temperature could be made with little error. However, because of this simplified approach, switching the water flow on then off could lead to some power lost in the active layer. To rectify the problem, when turning off the heating system, the water flow in the active layer was kept on with the water temperature at the inlet equal to the outlet temperature.
Effects of Floor Slab-Integrated Phase Change Materials
Previous work carried out by Farid et al [12] found that a concrete slab mixed with an encapsulated CaCl 2 -6H 2 O PCM of latent heat of fusion of 196 kJ/kg, a mass fraction of 0.12 and a melting temperature of 28°C exhibited a more stable temperature response compared to a uniform concrete slab of the same thickness. In the present study, the effect of a similar floor configuration as a means of aiding the maintenance of optimal indoor comfort levels outside the off-peak electrical tariff periods was examined via the development and implementation of a model of this type of slab. No PCM type is defined in the standard TRNSYS library. However, an active layer can be used as a simple approach to simulate a PCM material. Since a phase change material can be considered as a material having a variable thermal capacity, the capacity of the fluid in the active layer can be changed according to the energy extracted or absorbed by the fluid flowing in the active layer [20] . However, as this method sometimes results in computational convergence problems around phase transitions, a slightly different method was used in which the fluid of the active layer was considered to be water circulating at high flow, with an approximately uniform temperature in the tube. The energy removed by the fluid from the active layer during each simulation step was integrated to represent the energy stored in the PCM material. The temperature of the PCM was then deduced based on its effective thermal capacity. At each subsequent time-step, the water at the inlet of the active layer was set to the new PCM temperature.
To simulate a floor heating system with a concrete slab including a PCM, one slab representing the heating layer was defined, along with an additional layer representing the PCM. A direct contact between the two slabs was simulated by using a coupling zone of negligible volume and by defining very high convective coefficients. In the present study, the effects of candidate PCMs of different melting temperature ranges were considered. To make the simulation results transferable to other PCMs than CaCl 2 -6H 2 O, the effects of a PCM layer with a lower latent heat of fusion were also analysed.
System Control
To assess the building's dynamic response under discontinuous off-peak control conditions independently of relatively complex weather interactions, an initial simulation was performed where the external temperature and solar radiation were set to 0°C and 0W/m² respectively. A proportional-integral-derivative (PID) controller then adjusted the power injected into the floor heating system to maintain an internal temperature of 20°C over a period of 360h. This initial period was required in order to attain a stable temperature inside the building and derive the average thermal power (P avg ) required to maintain the 20°C set point within the building. After this, power was pulsed during off-peak periods to maintain an average temperature of 20°C, during which period the power delivered P applied = P avg × 24 / (total off peak hours).
To assess the building's yearly performance, a second simulation was carried out which included location-specific climate and weather conditions along with the availability and nature of specific tariffs. In this case, the controller attempted to compensate the theoretical thermal energy deficit of the building during off-peak periods. If at the end of a specific off-peak period an energy deficit remained, on peak operation was enabled but only during the most favorable daytime hours in terms of COP.
The thermal energy deficit was estimated by integrating the following equation:
Where P avg is the average thermal power found in the first simulation. To avoid a drift between the actual and the estimated energy deficit, the deficit was set to 0 if the internal temperature remained above 20°C during 24 hours.
DATA ANALYSIS

Impact of Tariff Selection on ASHP and Building Performance
Simulations were carried out for the three different UK locations as shown in Figure 1 in order to assess both climatic effects and various control strategies upon ASHP performance. Firstly, for all locations, the impact of ASHP control aligned with various off-peak electricity tariffs was examined. To obtain an overview of the ASHP performance, the average COP at maximum capacity for each hour of the day weighted by the degree-day was calculated as follows and is represented in Fig. 2 .
DegreeDays d DegreeDay
In equation (6), COP(h,d) represents the ASHP COP at maximum capacity for the hour of the day h and for day d, DegreeDay(d) is the degree day for day d. DegreeDays is the number of degree days for a complete year assuming a base temperature of 15.5°C. Fig. 2 shows that as expected the average ASHP COP is higher in the relatively mild climates of the UK Midlands and South (locations A and B) than in the cooler Northern climate of Aviemore, in this case by 7.7%. However, the results show that although the daytime ASHP performance is clearly higher in the southern location of Bracknell compared to the more northern Sutton-Bonington (+3.6% at 14 h), their performances are very similar during the night (from 0 to 7 h). Therefore, the use of an Economy 7 night-time only tariff in the Bracknell area would not result in the potential efficiency advantages resulting from the milder day-time conditions. Furthermore, if a night-time room temperature set-back control strategy is adopted for Bracknell in order to improve ASHP night-time efficiencies, then a space heating energy deficit may accrue for the subsequent day due to the lower energy input during the 7 hour off-peak period.
Figure 2. Average coefficient of performance weighted by degree-day for Bracknell (A), Sutton-Bonington (B) and Aviemore (C).
For each off-peak tariff, Figure 3 summarizes ASHP performance during the 7 off-peak hours for which the highest COPs were obtained. Economy 10, Option14 and TwinHeat B tariffs have very similar performances. The use of the TwinHeat A tariff leads to a lower average COP because the night-time off-peak portion coincides with the coldest period (3am-7am). Similarly, Economy 7 is the least efficient tariff option for all locations because the single off-peak period (midnight-7am) corresponds to the time during which the ASHP has the lowest COPs due to low ambient temperatures. This leads to approximately a 10% average COP decrease compared to Economy 10, which has three off peak periods, including two daytime periods. It should be noted that the adoption of the aforementioned night-time setback control strategy would help improve ASHP operational efficiencies , but with the potential drawback of reducing the total amount of stored energy available from the floor slab and other thermal mass elements for subsequent use during peak tariff periods. Option 14 and Economy 10 tariffs also have the advantage of offering more than 7 hours of off-peak time, which helps to reduce the constraint on ASHP configuration and control. For example, if ASHP operation occurs solely during off-peak periods, the required building heating energy load for one complete day must be delivered in off-peak time. Therefore, for the Economy 7 tariff, the ASHP's rated output will need to be larger than that of a heat pump that is designed to run on-demand at any time of the day. Finally, having several off-peak periods is beneficial in limiting temperature swings during the day. 
Impact of Building Envelope Characteristics
For the cases of 'high performance' dwellings, Fig. 4 shows the effect of floor slab concrete thickness on internal temperature variation for an ASHP on/off duty cycle of 6 hours. In this case, the simulation assumes a constant outside temperature and the various wall and roof structures as indicated.
It can be seen that for an insulated concrete formwork (ICF) wall and roof structure, increasing the floor slab thickness has the consequence of (a) delaying the maximum temperature peaks compared to the turning off and on of the heating, and (b) reducing the peak-to-peak amplitude. Therefore, a thicker floor slab acts to facilitate a more stable internal temperature when the ASHP is switched off for long periods. In this case, the slab's thermal inertia acts like a low pass filter to delay the thermal response of the system, and a thicker slab effectively decreases the low-pass filter cut-off frequency.
As a rule of thumb for the ICF structure, the delay introduced by the slab is shown to be approximately 1 hour for the first 100 mm of concrete above the pipes and one additional hour for each further 50 mm of concrete. The ICF structure time lags are very similar as those indicated for the lightweight structural timber insulated panel (SIP) configuration, whilst the time lag for externally insulated walls is shown to be shorter as seen in Fig. 4 . For the ICF structure, this behaviour is the result of isolating the concrete wall and roof thermal mass due to the presence of an internal EPS insulation layer, with these configurations effectively offering low admittance values between the inside air and the wall. In contrast, the externally insulated wall has its high thermal mass element in direct contact with the internal air mass, presents a high admittance value, and so rapidly absorbs heat transferred from the slab to the air, thus reducing the time lag and also further reducing the amplitude of the temperature variation. The results also show that higher wall U-values resulted in a negligible shift in temperature lag, but larger temperature swings due to the increased building heating load. Similarly, higher infiltration/ventilation rates do not affect the load shift but do increase the temperature swings. It should be noted that the floor slab thicknesses suggested here are not atypical for the UK, where combined slab plus screed depths can range from 100-300mm depending on specific circumstances. Furthermore, the results of this study suggest that the preferred location of any underfloor sheet insulation should be beneath high thermal mass elements in order to optimize internal thermal management. Currently, this is not typically the case, with insulation commonly located above the main slab and beneath the surface screed. Fig. 5A the shows the effects on internal temperature of embedded PCMs of varying melting temperatures, and for a constant external temperature of 0°C. For a relatively low PCM melting temperature of 23°C (denoted as 22/24PCM in Fig. 5 ) the material's latent energy is utilised in its transition phase only at the end of the long ASHP-off period as the slab temperature decreases towards the transition temperature range. However, for a PCM with a melting point of 25°C (denoted 24/26PCM), the PCM is always in its transition phase region, and acts to smooth the room temperature fluctuations (1.5°C peak-to-peak versus 1.9°C for the 22/24PCM). For a 195 mm concrete slab, the indoor air temperature exhibits a smaller peak-to-peak fluctuation of 1.2°C, with an increased temperature lag in relation to the ASHP's power pulses. Conversely, for the notional building with externally insulated concrete walls, the 24/26PCM slab reduces the temperature lag because of the effectively closer coupling between the concrete's thermal mass and the PCM at a lower temperature. Fig. 5B shows that for an ambient temperature of 10°C, the 24/26PCM always stays in solid phase, while the 22/24PCM is always in its transition phase due to the lower water temperature in the floor-integrated heating distribution system. The impact of the 22/24PCM slab on room temperature stabilization is significant (0.4°C peak-topeak versus 0.7°C for the 0.195 mm concrete slab and 1.2°C for the 24/26PCM slab). For the 'high performance' buildings, Fig. 6 shows the effects of using a concrete slab mixed with a 21.5/23.5 o C melting range PCM during the summer and winter seasons respectively. Fig. 6A shows that the benefit imparted by the PCM is pronounced during summer when the maximum internal temperature is reduced by approximately 1°C. Benefits in winter are also apparent, with minimum internal air temperatures arising from the PCM slab increased by approximately 0.75 o C. Tables 3 to 5 show performance summaries for ASHP and a gas boiler within an ICF 'standard' and 'high performance' building configuration. Table 3 shows that for a 'standard performance' building in Sutton Bonington, a maximum simulated yearly ASHP COP close to 4 is attained for Economy 10 (E10) tariff control and decreases to a COP of 3.5 for Economy 7 tariff (E7) control. This is the equivalent to an increase of around 15% in the annual energy requirement; however, it should be noted that this deficit could be reduced via the use of a night-time set-back control strategy whilst being mindful of the need to maintain a stored energy provision for subsequent peak-time heating. The impact of tariff-based control is similar in Aviemore, but with a lower average annual COP arising from overall lower ambient temperatures. For the 'high performance' building (which requires an ASHP rated output around half that of that for the 'standard' building) comparable COP results are evident. As would be expected, for this more thermally efficient building envelope, energy consumption is on average more than 50% lower than that for the 'standard' building. Table 3 .
Effects of Slab-integrated Phase Change Material
Performance Summary
Yearly ASHP performance summary for both a 'standard' and a 'high performance' building for two electricity tariff options (E7 or E10) in Sutton Bonington (SB) and Aviemore (AV).
A simulated electricity cost comparison for the E10 and flat rate tariffs respectively is shown in Table 4 . This indicates that E10 cost savings for heat pump operation are particularly pronounced for the 'Standard performance' building, especially in the colder climate of Aviemore. E10 tariff heat pump running cost savings are less pronounced for the high performance building; indeed, flat rate tariff heat pump running costs are slightly lower than E10 in the milder climate of Sutton Bonington. However, when appliance and parasitic energy costs are accounted for in addition to those for the ASHP, significant savings accruing from E10 operation are apparent in all cases. Yearly running costs for E10 and flat rate tariffs for both a 'standard' and a 'high performance' building in Sutton Bonington (SB) and Aviemore (AV). Table 5 shows a comparison of ASHP E10 tariff performance compared with an equivalent gas boiler solution. In all cases, the ASHP solution has a lower indicated running cost compared to the gas boiler, although it should be noted that cost reductions would not be as significant for a flat rate tariff ASHP control option (table 3) . In terms of CO 2 emissions, the simulations show that a reduction of as much as 36% is attainable for the high performance building. Table 5 .
Yearly E10 tariff ASHP and gas boiler performance summary for both a 'standard' and a 'high performance' ICF building in Sutton Bonington (SB) and Aviemore (AV).
Comfort versus Occupancy
Although a measure of comfort can be estimated in TRNSYS simulations using the Predicted Percentage Dissatisfied (PPD) output value, this parameter varies according to specific dwelling zones, activity levels and clothing factors. Temperature settings also differ for zones of differing occupancy such as bedrooms and living areas. In this study, the model consists of only one zone with a control set-point temperature of 20°C. At times the temperature could fall marginally below this leading to a high PPD. Therefore, the comfort criteria used was to maintain a temperature above 19°C when the building was occupied. Table 6 shows that for the 'standard performance' building, the slab with the 22/24PCM meets the comfort criteria for all the investigated cases, while the thick concrete slab meets the comfort criteria only in conjunction with externally insulated walls. For ICF construction, the 22/24PCM slab also acts to reduce the minimum and maximum temperature amplitude by 0.9°C when the building is occupied by a single person and by 1.3°C when occupied by a family of 4. This effect is less noticeable for the externally insulated construction. As expected, Economy 7 tariff control leads to a degraded performance compared to economy 10. Table 6 .
Minimum and maximum room temperatures for a baseline building in Sutton Bonington between the 6 th and 31 st of January depending on the electricity tariff, the building construction type (IC = insulated concrete; EI = external insulation) and the floor slab configuration.
DISCUSSION
For those buildings investigated in this study with a relatively high thermal mass, internal temperature control proved to be challenging. For discontinuous off-peak tariff ASHP control, the approach taken in this study was firstly to assess the peak-time thermal power deficit while the ASHP was turned off arising from the requirement to maintain a specific internal temperature set-point. Then, during off-peak periods the ASHP control compensated by generating enough energy to keep the subsequent peak-time deficit equal to zero, within the time constraints of the off-peak tariff period. One refinement of this control strategy is to sample the power deficit at the end of a specific off-peak period. If this value is high, then the ASHP can be turned on during peak tariff times, but only at the most advantageous period of the day to get the best COP. Further improvements could be made via the implementation of various compensation patterns for the power deficit during off-peak periods in order to optimise the COP or the thermal comfort.
The simulation indicates significantly lower running costs for ASHP-based systems compared to an equivalent condensing gas boiler solution. This arises from the relatively high operational efficiency of the ASHP compared to a gas boiler equivalent, and the extensive use of low-cost off-peak tariffs for ASHP operation. It should be noted that simulated ASHP COPs in this study are greater than average compliance performance benchmarks used elsewhere [21] . This is largely due to the relatively low water distribution temperature in the floor slab required to maintain space heating loads, typically less than 30°C during ASHP operation. This results in the ASHP operating with a low temperature difference between the ambient air and the water outlet. Indeed, comparison of the simulation model results with real measurements made during water tank heating tests starting from 12°C [16] showed that the model slightly underestimated the measured COPs. Conversely, one should be mindful of the results of recent UK field trial studies that indicate a significant variation in the performance of ASHP systems in real operational environments [6] .
In this study, the model adopts variable speed control of the compressor in order to adjust the output power between the maximum and 50% of rated output as required. Lower output powers require the compressor to be periodically turned off. Another approach could be to control the water mass-flow in the heating circuit in order to reduce the ASHP output power. In any event, implementing the control based on power deficit compensation would most likely require some modifications of the ASHP controller.
As part of an integrated programme of research, work is ongoing to validate the results of this and other simulation studies via extensive and long term monitoring of a number of domestic and commercial/industrial buildings, the outcomes of which will be published in subsequent papers.
CONCLUSIONS
The results presented here are useful in suggesting design approaches for a building with a floor heating system coupled to an ASHP operated during off-peak periods, and suggest that such a strategy can be an attractive option in terms of both CO 2 emissions and running costs. Specifically:
• The use of an off-peak tariff option helps optimise the balance between enabling acceptable operational efficiency whilst maintaining low running costs; • For a 'standard performance' building, either a 20cm/2300 kg/m 3 concrete floor slab with externally insulated fabric construction or a 10cm concrete slab embedding a PCM melting at 24°C with walls insulated internally or externally is optimal;
• For a 'high performance' building, a 20cm concrete floor slab or a 10cm concrete slab embedding a PCM melting at 22.5°C is recommended; • The PCM floor slab improves temperature stability during the heating season and reduces the risk of overheating during summer for the high performance building; • The ASHP yearly COP reached 4 for a mild climate and 3.5 for a colder climate with an economy 10 electricity option. With economy 7, the COP was reduced, which increased the electricity requirement by 11 to 15% if a nighttime set-back control option is not adopted; • In all cases, reduced operating costs and CO 2 emissions compared to a design with a condensing gas boiler are indicated; • Increasing the thickness of the floor slab or the use of external insulation can reduce the temperature fluctuations, whilst compared to a thick concrete slab, a thin concrete slab mixed with an encapsulated PCM material melting at 22.5°C in a highly insulated building displayed a slightly improved temperature stability during the heating season, but also a greater stability during summer, reducing the risk of overheat. Table 3 . Yearly ASHP performance summary for both a 'standard' and a 'high performance' building for two electricity tariff options (E7 or E10) in Sutton Bonington (SB) and Aviemore (AV). Table 4 . Yearly running costs for E10 and flat rate tariffs for both a 'standard' and a 'high performance' building in Sutton Bonington (SB) and Aviemore (AV). Table 5 . Yearly E10 tariff ASHP and gas boiler performance summary for both a 'standard' and a 'high performance' ICF building in Sutton Bonington (SB) and Aviemore (AV). Table 6 . Minimum and maximum room temperatures for a baseline building in Sutton Bonington between the 6 th and 31 st of January depending on the electricity tariff, the building construction type (ICF = insulated concrete; EI = external insulation) and the floor slab configuration.
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